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Response: 
 
AEP fully understands that maintenance of the facilities is part of the actions required to 
ensure the integrity of the dam and dikes at the facilities.  Therefore, AEP will continue a 
proactive maintenance and monitoring program as established.   
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As part of our annual maintenance program, mowing is performed at least twice a year.  
Mowing will be coordinated such that the visual inspections can be performed without 
hindrance. 
 
Since the inspection date, Conesville Plant personnel have corrected the drainage item at the 
culvert below County Road 273 and cleared the vegetation around the measurement weir. 
 
Additional tree and woody vegetation clearing on the downstream slope of the Coal Haul Road 
Dike will be completed by November 30, 2010. 
 

 
 
Response: 
 
Since the inspection date, Conesville Plant personnel have repaired the erosion rills on the 
north and coal haul road dikes.  AEP will continue to monitor these areas as part of its Dam 
Inspection and Maintenance Program (DIMP).  Quarterly inspections of the facility are 
performed by Plant personnel and AEP Engineering conducts an annual inspection.  If erosion 
areas are noted during the inspections, repairs will be performed and vegetated. 
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AEP Engineering will investigate the old slump area on the downstream slope of the Coal Haul 
Road dike and develop a repair plan by December 1, 2010.  The repairs, if any, will be 
completed no later than November 1, 2011. 
 
Since the inspection date, Conesville Plant personnel have repaired numerous rodent holes in 
the dikes.  AEP will continue to monitor this area as part of its Dam Inspection and 
Maintenance Program (DIMP).  Quarterly inspections of the facility are performed by Plant 
personnel and AEP Engineering conducts an annual inspection.  If rodent holes are noted 
during the inspections, repairs will be performed. 
 
AEP Engineering and plant personnel have been discussing the operating levels and freeboard 
requirements with the Ohio Department of Natural Resources Dam Safety Section.  AEP plans 
to present a recommendation to address this issue to the ODNR by September 1, 2010. 
 

 
 
Response: 
 
Since the inspection date, Conesville Plant personnel have performed maintenance on the 
outlet structures that includes vegetation control and repair to the floating walkway.  AEP will 
continue to monitor this area as part of its Dam Inspection and Maintenance Program 
(DIMP).  Quarterly inspections of the facility are performed by Plant personnel and AEP 
Engineering conducts an annual inspection.  If deficiencies are noted during the inspections, 
repairs will be performed in a timely fashion as funding is available. 
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Response: 
 
AEP Engineering routinely reviews the instrumentation readings for anomalies and indications 
of changes.  AEP will develop a list of action levels related to the instrumentation as part of the 
additional stability analyses recommended in the final report.  The OM&I will be revised 
appropriately.   This work will be discussed and coordinated with the Ohio Department of 
Natural Resources, Dam Safety Section.  AEP will complete this work by June 1, 2011. 
 
Vegetation around the monitoring weir has been cleared as discussed in response to item 4.1. 
 
 

 

 
 
Response: 
 
AEP will perform the hydrologic and hydraulic analyses required to verify that the facility has 
adequate discharge capacity and freeboard storage to safely pass the design storm of 50% 
PMP.  This work will be discussed and coordinated with the Ohio Department of Natural 
Resources, Dam Safety Section.  AEP will complete this work by June 1, 2011. 
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Response: 
 
AEP will perform the additional field work, laboratory testing and engineering analysis as 
recommended.  This additional work will be completed by June 1, 2011. 
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